**STEHANS EAST BATHROOM RENOVATIONS**

**A. USE OF OCCUPANCY**

<table>
<thead>
<tr>
<th>No.</th>
<th>Issue Description</th>
<th>YYYY-MM-DD</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>50% CD SUBMITTAL</td>
<td>2013-10-14</td>
</tr>
<tr>
<td>2</td>
<td>99% CD SUBMITTAL</td>
<td>2013-11-12</td>
</tr>
<tr>
<td>3</td>
<td>BID DOCUMENTS</td>
<td>2013-12-04</td>
</tr>
</tbody>
</table>

---

**VEHICLE ACCESSIBILITY**

- 12/04/13

---

**GENERAL BUILDING WIDTH AND CLEARANCES**

- 12/04/13

---

**5. FIRE RESISTANCE RATING REQUIREMENTS**

**A. General**

1. The construction of materials, surfaces, and the design of the building shall be such that the walls and ceiling shall be in accordance with the requirements of the building and fire codes in effect at the time the building is constructed.

2. The building shall be constructed and arranged so as to meet the requirements of the building and fire codes in effect at the time the building is constructed.

3. The building shall be constructed and arranged so as to meet the requirements of the building and fire codes in effect at the time the building is constructed.

---

**8. WATER DISTRIBUTION SYSTEMS**

- 12/04/13

---

---
KEY LAMP(S) DESCRIPTION FINISH VOLT MOUNTING MFR CAT. NO.

C

33W LED 3500K 12" DIA. DECORATIVE LED IMPACT RESISTANT, ADA COMPLIANT WITH WET LOCATION LABEL. MOUNTED ON EXISTING JUNCTION BOX WHITE 120 SURFACE PHILIPS R01L12/RR12AL

A

LED 4000K 1x4 LED TROFFER WITH ACRYLIC PRISMATIC LENS AND TRIPLE GASKETED ALUMINUM FRAME - 3700 LUMENS, DAMP LOCATION WHITE 120

B

14W 700 LM LED 3500K 4" DIA. LED DOWNLIGHT WITH SAND BLASTED LENS WHITE 120 SS4-70035-C-SF-SB

NOTE 1. INSTALL FIXTURE SO DOOR HINGE IS ON THE MIRROR SIDE OF THE FIXTURE.


2. ALL PERMITS ARE ISSUED TO THE CONTRACTOR, E.G. FOR INSTALLATION OF COMPLIANCE WITH THE UNIVERSITY'S STANDARD FOR THE INSTALLATION OF EMT ELECTRICAL SYSTEMS. THE UNIVERSITY'S STANDARD FOR THE INSTALLATION OF EMT ELECTRICAL SYSTEMS IS AVAILABLE FROM THE CONTRACTOR OR THE UNIVERSITY'S FACILITIES MANAGEMENT DEPARTMENT.

3. ALL WORK MUST COMPLY WITH ALL UNIVERSITY POLICIES, LAWS AND ORDINANCES. CONTACT FACILITIES MANAGEMENT FOR ALL INSPECTIONS.