SEWER ABOVE WATER ALWAYS PROVIDE PROTECTION

FLOW FILL UNDER PIPE

PROVIDE PROTECTION AS DETAILED BELOW IF THIS DIMENSION IS LESS THAN 18”

SEWER LINE

SECTION

SEWER LINE

ADAPTOR COUPLINGS
(WATER TIGHT FLEXIBLE COUPLINGS CONFORMING TO ASTM C-425 BANDED WITH TWO SERIES 300 STAINLESS STEEL BANDS EACH)

10’ MIN

REPLACE SEWER LINE
W/ AWWA C-900 CLASS 200 PVC OR
AWWA C-150 CLASS 52
DUCTILE IRON PIPE IF WATER LINE PROTECTION IS REQUIRED,
(SEE ABOVE)

10’ MIN

PLAN

University of Colorado

SEWER CROSSING

ISSUED: JULY, 1999
REVISED: MAY 2009
DRAWING NO. C.07