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*All floors are 2-hr rated

LEGEND

N W
N W

w
w

N
N

FIRE BARRIER (1-HR)
— 2 — 2 — FIRE BARRIER (2-HR)
— FIRE BARRIER (3-HR)
— FIRE WALL (2-HR
— FIRE WALL (3-HR
— FIRE WALL (4-HR
FIRE PARTITION (30-MIN)
FIRE PARTITION (1-HR)
FIRE PARTITION (2-HR)
SMOKE BARRIER (1-HR)
SMOKE PARTITION
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Building Name;

Address:
Phone: 303-492-4042

Rated Construction Map

Center for Community
2249 Willard Drive Loop

http://fm.colorado.edu/cad

Colorado

University of Colorado at Boulder

BLDG I.D. NUMBER

302

4TH FLOOR
FLOOR LEVEL

BLDG CODE

C4AC

2006 1BC
CODE OF RECORD

I-B

TYPE OF CONSTRUCITON

FIRE-RESISTANCE RATING REQUIREMENTS FOR BUILDING ELEMENTS (HOURS)

BUILDING ELEMENT
PRIMARY STRUCTURAL FRAME 2
BEARING WALLS

EXTERIOR 2

INTERIOR 2
NONBEARING WALLS AND PARTITIONS

EXTERIOR

INTERIOR
FLOOR CONSTRUCTION AND SECONDARY MEMBERS
ROOF CONSTRUCTION AND SECONDARY MEMBERS
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